In this paper, the performance of multiple boreholes (multi-BHEs) field is evaluated by considering the groundwater flow. Optimization strategies are presented to mitigate thermal anomalies in the BHEs field. This study shows that groundwater flow greatly improves the heat transfer but causes thermal anomalies downstream. To overcome this problem, a heat transfer model is established for multi-boreholes based on temperature field superposition and moving finite line source model (MFLS). The MFLS multi-boreholes model considers the axial effect and groundwater flow and produces results in agreement with the field tested data of a 4ˆ4 boreholes field. Using a dynamic annual load pattern, the long-term performance of the 4ˆ4 boreholes field is analyzed. Three dynamic diurnal cooling load models are proposed to evaluate the temperature changes in the underground. The intermittent load model could reduce the local temperature anomalies in downstream tubes. The optimization model for cooling cases for multi-BHEs is elaborated to keep the outlet temperature as low as possible and minimize the extreme temperature anomalies, and by this, ultimately improve the system performance. Furthermore, the temperature variations and thermal anomalies downstream of multi-BHEs are investigated by evaluating the arrangement optimization and load optimization. The results show that the optimization could mitigate thermal anomalies downstream and reduce the rate of temperature imbalance of the BHEs field.
Introduction
In China, with the implementation of energy conservation and emissions reduction policies, the vertical ground source heat pump (GSHP) system is widely used because of its high efficiency, environmental friendliness, and low running cost. Borehole heat exchangers (BHEs) that are usually 100-150 m deep with a diameter of 0.10-0.15 m are the most important components of the GSHP system. Subsurface thermal properties around BHEs and groundwater flow greatly influence the temperature distribution around the BHEs.
In order to estimate the heat transfer, many analytical or numerical models for designing and analyzing have been developed: the infinite line source model (ILS) [1] and cylindrical heat source model [2] were widely used for the thermal analysis of BHEs because of their simplicity and high speed in computation. Based on the cylindrical source model, Bernier et al. [3] suggested a multiple load aggregation algorithm to calculate the performance of a single borehole under variable load. Fossa. M et al. [4] developed the cylindrical heat source model by using multiple load aggregation algorithms to simulate hourly energy variations. Eskilson [5] proposed a finite line source (FLS) model in the ground [43] [44] [45] . Recently, a zoning operation strategy, in which only the relatively central part of the GHE runs during the low load season, was adopted by Yu Mingzhi et al. [46] to alleviate the thermal accumulation. Beck et al. [47] recommended several measures, including operation mode adjustment and geometric arrangement, to optimize the performance of the multi-BHEs, but the groundwater flow was not taken into account. Considering the groundwater flow, Jozsef Hecht-Méndez [31] presented a combined simulation optimization procedure for a multiple BHEs field, in which the strategic adjustment of energy extraction rates (loads) of the individual BHEs were considered. A procedure combining analytical simulation and linear optimization for multi-BHEs is presented by Peter Bayer et al. [48] . Peter Bayer has given two ways of tuning BHE fields applied to geothermal heating and cooling: workload optimization of individual BHEs and removal of redundant BHEs for a given arrangement.
Sustainability is in fact an issue that spans the entire lifetime of ground source heat pump (GSHP) systems. Despite the fact that many previous studies have pointed out the positive influence of groundwater flow on BHE performance [27, 49] , however, it indicates that the groundwater flow caused the thermal anomalies downstream [50] . Thermal interference between the boreholes and the temperature anomalies resulting from the groundwater flow has been inadequately understood. Considering the cooling case only, the groundwater flow would lead to thermal anomalies growing downstream of multi-BHEs. The soil temperature downstream is greatly larger than that of the upstream. This would lead to larger ground temperature differences in the multi-BHEs field and the ground field could not exert its overall heat exchanger efficiency.
When operating a BHE field over years, the interference among the individual boreholes and thermal anomalies downstream will increase the imbalance of the BHEs ground temperature. Different buildings are executed with the different dynamic diurnal load models; how the multi-BHEs temperature field variation and the thermal anomalies changes under different dynamic diurnal load models needs to be studied. On the other hand, several authors [31, 47, 48] have presented optimizations including arrangement and load assignment for multi-BHEs. They achieved this by minimizing the existing maximal ground temperature differences. However, the heat transfer inside the borehole and thermal short-circuiting between the downward leg of pipe and upward leg of pipe [51] is neglected in these methods.
In the following, firstly, based on the theory of temperature field superposition and dynamic load model, the heat transfer model of MFLS multi-BHEs is established. The model is validated with field data from an experiment and is employed to a BHEs field of 4ˆ4 boreholes in order to obtain the temperature rise of typical points in a boreholes field. With the aid of a dynamic annual load pattern, the temperature variation of typical points for ten years using the finite and moving finite line source models were analyzed to reveal the long-term ground temperature considering the groundwater flow. Three dynamic diurnal load models are proposed to analyze how the different diurnal load models influence the performance of multi-BHEs. This could find out the unbalanced characteristics of the multi-BHEs temperature field and the level of thermal anomalies of different buildings. Finally, in order to find the strategies for mitigating thermal anomalies, combined with the quasi 3D model presented by Zeng [6] , the optimization model for multi-BHEs is established to keep the outlet fluid temperature as low as possible and minimize the extreme temperature anomalies. The geometric arrangement and workload optimization for individual BHEs are applied to BHEs field of 4ˆ4 boreholes in Section 5. 
Theory

Finite Line Source Model (FLS)
Based on the finite line source model presented by Eskilson [5] , Zeng et al. [6] have given an analytical solution by using a constant temperature for the upper boundary. By using the temporal superposition, L. Lamarche [7] developed the finite line source model in Equation (1):
where T(x, y, z) is the temperature rise at time t on the position of (x, y, z). r is the distance to theborehole. H is the borehole length. q i -q i-1 is the incremental load between two successive hours. λ s and a s are the ground thermal conductivity and thermal diffusivity, respectively.
Moving Finite Line Source Model (MFLS)
Considering the groundwater flow, the temperature response of the moving finite line source (MFLS) model was given by Molina-Giraldo et al. [26] . The principle of temporal superposition was also used to develop the MFLS model, which could be rewritten as Equation (2) .
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Multi-BHEs Model Considering Groundwater Flow
Based on the MFLS model as in Equation (2), the temperature variation at any arbitrary point in the soil of multi-BHEs fields could be attained by applying the superposition principle to Equation (2) as:
where θ(x,y,z,t) MFLS is the superposition temperature change of arbitrary point (x, y) in depth z caused by every borehole with an energy transfer rate q j at the time of t. j is the borehole number and n is the total number of the multi-BHEs, q j is the given energy transfer rate per unit length of the BHE j, X T is the distance in x-direction to arbitrary point (x, y) with respect to the BHE located at (x j , y j ).
Experiential Study and Validation
A test and survey was conducted to analyze the performance of borehole heat transfer considering the effect of groundwater flow. The boreholes were bored at a hillside located in Zhushan, Nanjing, China. The area is in the middle and lower reaches of the Yangtze River, and the boreholes are frequently drilled in water-saturated undergrounds. A 4ˆ4 boreholes field 60 m deep were drilled to supply the cooling for a small hotel, as shown in Figure 1a . In order to facilitate the test, the boreholes 1#, 2#, 3#, 4#, and 5# shown in Figure 1b were taken as studied objects. The PT100 temperature sensors were installed at the outlet and inlet of the borehole and at a depth of 10 m, 25 m, and 52 m in borehole-1#, 2#, 3#, 4#, and 5#. Combined with the early geologic exploration, it indicates that the main direction of the groundwater flow in the site is from borehole -1# to borehole -2#, shown in Figure 1b . The experiential system flow diagram is shown in Figure 1 . The groundwater flow was found between the depth of 8 m and 56 m, the soil-rock sample indicated that the geological formation was almost silt and gravel, with high permeability. This zone was considered to be an aquifer. test, the boreholes 1#, 2#, 3#, 4#, and 5# shown in Figure 1 (b) were taken as studied objects. The PT100 temperature sensors were installed at the outlet and inlet of the borehole and at a depth of 10 m, 25 m, and 52 m in borehole-1#, 2#, 3#, 4#, and 5#. Combined with the early geologic exploration, it indicates that the main direction of the groundwater flow in the site is from borehole -1# to borehole -2#, shown in Figure 1 (b). The experiential system flow diagram is shown in Figure 1 . The groundwater flow was found between the depth of 8 m and 56 m, the soil-rock sample indicated that the geological formation was almost silt and gravel, with high permeability. This zone was considered to be an aquifer. In Figure 1 (b), the heating water was circulated through borehole-1#, 2#, 3#, 4#, and 5# for 60 days, and was followed by a 65 days self-recovery period. With the aid of the related parameters in Table 1 , the measured mass flow rate and inlet temperature are used as input values for the MFLS multi-BHEs model (Equation 5 ). The FLS model ignoring the groundwater flow was also calculated to compare with the MFLS multi-BHEs model. The thermal load accounted for variable heat injection rates by calculating the flow rate and the inlet and outlet temperature. Figure 2 compared the experimentally measured outlet temperatures of the five boreholes field with the outlet temperature calculated by FLS and MFLS models. In Figure 1b , the heating water was circulated through borehole-1#, 2#, 3#, 4#, and 5# for 60 days, and was followed by a 65 days self-recovery period. With the aid of the related parameters in Table 1 , the measured mass flow rate and inlet temperature are used as input values for the MFLS multi-BHEs Figure 2 shows that the performance of the multi-BHEs was underestimated by the FLS model, which neglects the influence of groundwater flow. For instance, the outlet temperature of the FLS was 0.8 ℃ higher than the tested outlet temperature at the 10 th day, and the temperature difference extended to 1.9 ℃ by the 60 th day. Also during the self-regeneration period, the outlet temperature from the FLS was 1.2 ℃ higher than the tested outlet temperature on the 80 th day. The error of the estimation was significantly reduced by using the moving finite line model (MFLS). The maximum deviations in the outlet temperature of the MFLS multi-BHEs model compared to the experiment were 0.23 ℃ and 0.25 ℃ on the 30 th day and on the 75 th day, respectively. It shows a very good match of the MFLS model with the field experimental data. It indicates that the groundwater would greatly influence on the performance and thermal recovery ability of the BHEs field. 
Analysis of Dynamic Cooling Load Models for Multi-BHEs
Based on the MFLS Multi-BHEs model, a 4 × 4 boreholes field was arranged in a fixed grid, as illustrated in Figure 3 Figure 2 shows that the performance of the multi-BHEs was underestimated by the FLS model, which neglects the influence of groundwater flow. For instance, the outlet temperature of the FLS was 0.8°C higher than the tested outlet temperature at the 10 th day, and the temperature difference extended to 1.9°C by the 60 th day. Also during the self-regeneration period, the outlet temperature from the FLS was 1.2°C higher than the tested outlet temperature on the 80 th day. The error of the estimation was significantly reduced by using the moving finite line model (MFLS). The maximum deviations in the outlet temperature of the MFLS multi-BHEs model compared to the experiment were 0.23°C and 0.25°C on the 30 th day and on the 75 th day, respectively. It shows a very good match of the MFLS model with the field experimental data. It indicates that the groundwater would greatly influence on the performance and thermal recovery ability of the BHEs field.
Based on the MFLS Multi-BHEs model, a 4ˆ4 boreholes field was arranged in a fixed grid, as illustrated in Figure 3 
Long-term Analysis under an Annual Load Pattern
To analyze how the annual load pattern influences the thermal response of BHEs with long-term running time, a periodic cooling load per unit length with a regular cosine shape and period of one year is assumed for an individual borehole. The loads model function is shown as Equation (6):
cos ( 2 ) cos ( 2 ) cos ( 2 ) 
where t is in hours, P1 controls the annual load imbalance; P2 is the half-amplitude of the annual load variation; P3 and P4 control the half-amplitude of daily load fluctuations. P4/P3 controls the relative importance of the damped component used to simulate relatively larger daily fluctuations during winter and summer. The annual load scenario was considered with P2 = 24, P3 = 12, and P4 = 6. The case was approximately balanced (P1 = 20), and the annual load dynamic variation is depicted in Figure 4 . Based on the MFLS multi-BHEs model, the analysis performed in this part considered a time interval of 10 years, and was thus called annual load dynamic variation analysis. With the aid of the parameters in Table 1 , assuming the groundwater flow as u = 2 × 10 7 m/s. Figure 5 gives the temperature rise of typical points A, B, and C ( Figure 3 ) for 10 years using the finite and moving finite line source models. 
where t is in hours, P 1 controls the annual load imbalance; P 2 is the half-amplitude of the annual load variation; P 3 and P 4 control the half-amplitude of daily load fluctuations. P 4 /P 3 controls the relative importance of the damped component used to simulate relatively larger daily fluctuations during winter and summer. The annual load scenario was considered with P 2 = 24, P 3 = 12, and P 4 = 6. The case was approximately balanced (P 1 = 20), and the annual load dynamic variation is depicted in Figure 4 . Based on the MFLS multi-BHEs model, the analysis performed in this part considered a time interval of 10 years, and was thus called annual load dynamic variation analysis. With the aid of the parameters in Table 1 , assuming the groundwater flow as u = 2ˆ10 7 m/s. Figure 5 gives the temperature rise of typical points A, B, and C ( Figure 3 ) for 10 years using the finite and moving finite line source models. Based on the MFLS multi-BHEs model, the analysis performed in this part considered a time interval of 10 years, and was thus called annual load dynamic variation analysis. With the aid of the parameters in Table 1 , assuming the groundwater flow as u = 2 × 10 7 m/s. Figure 5 gives the temperature rise of typical points A, B, and C (Figure 3 ) for 10 years using the finite and moving finite line source models. In Figure 5 , based on the FLS model, the temperature rise of the control point can be seen to be strongly related to the positions in the boreholes field. The nearer to the center of the boreholes field respectively. Furthermore, the temperature rise increased slowly in the non-groundwater multi-BHEs field. Nevertheless, even after ten years running, the temperature was still rising. This is due to that the FLS model, leading to smaller heat exchange rate between the borehole and the subsurface, and the heat accumulation nearby the borehole with the running time increasing. The heat exchange capacity of the soil gradually dropped.
Based on the MFLS model, on the other hand, the temperature rise at different control points taking into account the effects of groundwater flow could be obtained based on the MFLS model. Figure 5 shows that the temperature in the downstream locations was significantly larger than that in the upstream location. This agrees with the research done by Hecht-Mendez et al. [31] . After 5 years, the temperature of the control point C was 13.8 ℃, which was 6 ℃ and 7.6 ℃ higher than the temperature rise of the points A and B, respectively. Compared to the temperature rise at point B of the MFLS model and the FLS model, it could be found that the rate of temperature rising of the MFLS model was larger than that of the FLS model during the initial stage. But the rate decreased with time, and eventually decreased to zero after 5 years. The temperature of the MFLS model at point B was lower than that of the FLS model after 8 years. It indicates that the groundwater flow caused the heat to spread farther to avoid the heat accumulation nearby the borehole, although the heat accumulated downstream along the groundwater flow. It also implies that the thermal interaction between two neighboring boreholes would become complex because of the groundwater flow. Therefore, the design of the distance between the boreholes and the optimization of the BHEs field must carefully consider the effects of groundwater. 
Short-term Analysis under Dynamic Diurnal Load Models
The diurnal variation of the building cooling load results in a periodic load per unit length of the individual borehole for the BHEs field. Considering the dynamic diurnal variation of the cooling load, this part of the study is devoted to the evaluation of the temperature rise of control point A (0, 0), B (-4, 4), and C (8, 0) in the 4 × 4 BHEs field shown in Figure 3 .
The building dynamic diurnal variation of the cooling load was injected into the ground by the circulating fluid. Three dynamic diurnal load models were considered, including constant load, dynamic intermittent load, and day-high night-low load models, respectively, represented by Equation (7), Equation (8) , and Equation (9) as:
2. Intermittent load model In Figure 5 , based on the FLS model, the temperature rise of the control point can be seen to be strongly related to the positions in the boreholes field. The nearer to the center of the boreholes field is, the higher the temperature rise of the control point. After the 8 th year, the temperature of the central point A is 0.5°C and 1.6°C higher than the temperature rise of the points B and C, respectively. Furthermore, the temperature rise increased slowly in the non-groundwater multi-BHEs field. Nevertheless, even after ten years running, the temperature was still rising. This is due to that the FLS model, leading to smaller heat exchange rate between the borehole and the subsurface, and the heat accumulation nearby the borehole with the running time increasing. The heat exchange capacity of the soil gradually dropped.
Based on the MFLS model, on the other hand, the temperature rise at different control points taking into account the effects of groundwater flow could be obtained based on the MFLS model. Figure 5 shows that the temperature in the downstream locations was significantly larger than that in the upstream location. This agrees with the research done by Hecht-Mendez et al. [31] . After 5 years, the temperature of the control point C was 13.8°C, which was 6°C and 7.6°C higher than the temperature rise of the points A and B, respectively. Compared to the temperature rise at point B of the MFLS model and the FLS model, it could be found that the rate of temperature rising of the MFLS model was larger than that of the FLS model during the initial stage. But the rate decreased with time, and eventually decreased to zero after 5 years. The temperature of the MFLS model at point B was lower than that of the FLS model after 8 years. It indicates that the groundwater flow caused the heat to spread farther to avoid the heat accumulation nearby the borehole, although the heat accumulated downstream along the groundwater flow. It also implies that the thermal interaction between two neighboring boreholes would become complex because of the groundwater flow. Therefore, the design of the distance between the boreholes and the optimization of the BHEs field must carefully consider the effects of groundwater.
The diurnal variation of the building cooling load results in a periodic load per unit length of the individual borehole for the BHEs field. Considering the dynamic diurnal variation of the cooling load, this part of the study is devoted to the evaluation of the temperature rise of control point A (0, 0), B (-4, 4), and C (8, 0) in the 4ˆ4 BHEs field shown in Figure 3 .
Constant load model q L " A p
2. Intermittent load model where A p, A pj , A pg represent the positive or negative heat flux per unit length of the three load models, (W/m), such that the absolute values of A p, A pj , A pg are the highest magnitude of the cooling load per unit length every day. In this work, the same amounts of heat 4.8 kW were injected into the individual borehole (borehole depth H = 60 m) under the three diurnal load models. Based on Equation (7), Equation (8) , and Equation (9) 
3. Day-high night-low load model
where Ap, Apj, Apg represent the positive or negative heat flux per unit length of the three load models, (W/m), such that the absolute values of Ap, Apj, Apg are the highest magnitude of the cooling load per unit length every day. In this work, the same amounts of heat 4.8 kW were injected into the individual borehole (borehole depth H = 60 m) under the three diurnal load models. Based on Equation (7), Equation (8) , and Equation (9) With the aid of the parameters in Table 1 , substituting Equation (7), Equation (8) , and Equation (9) into the MFLS multi-BHEs model of Equation (5), the temperature rise of the multi-BHEs field under the three diurnal load models could be obtained. Figure 7 gives the temperature rise variation of typical points A, B, and C (Figure 3 ) between 1440 h and 1536 h. With the aid of the parameters in Table 1 , substituting Equation (7), Equation (8) , and Equation (9) into the MFLS multi-BHEs model of Equation (5), the temperature rise of the multi-BHEs field under the three diurnal load models could be obtained. Figure 7 gives the temperature rise variation of typical points A, B, and C ( Figure 3 ) between 1440 h and 1536 h. Figure 6 . The three models for the dynamic diurnal load variation.
With the aid of the parameters in Table 1 , substituting Equation (7), Equation (8) , and Equation (9) into the MFLS multi-BHEs model of Equation (5), the temperature rise of the multi-BHEs field under the three diurnal load models could be obtained. Figure 7 gives the temperature rise variation of typical points A, B, and C ( Figure 3 ) between 1440 h and 1536 h. From Figure 7 , after 1500 h of operation under the intermittent load model, the temperature rise of the downstream point C was 9.8 ℃, which was 4.6 ℃ and 7.7 ℃ higher than the temperature rise of the points A and B, respectively. It indicates that there were extreme temperature anomalies downstream in the multi-BHEs field. From Figure 7 , after 1500 h of operation under the intermittent load model, the temperature rise of the downstream point C was 9.8°C, which was 4.6°C and 7.7°C higher than the temperature rise of the points A and B, respectively. It indicates that there were extreme temperature anomalies downstream in the multi-BHEs field.
Comparing the temperature rise in the multi-BHEs field of the three different diurnal load models, the temperature rise difference was very small under the different load models at the upstream point B. This is due to the fact that the heat in the upstream diffused to the downstream side with the groundwater flow. However, the temperature rise was different under different diurnal load models in the midstream and the downstream. The temperature rise of point A was 6.3°C after 1440 h under the constant load model; it was 0.5°C and 1.1°C higher than the temperature rise of the day-high night-low load and intermittent load models, respectively.
When taking the groundwater flow in account, the groundwater flow made the heat spread farther and lead to temperature anomalies in the downstream BHEs field. The different diurnal load models could alleviate the heat accumulation in the downstream BHEs field to some extent. The intermittent diurnal load model could reduce the temperature rise in the downstream BHEs field. Compared to the constant load model, the temperature rise of point C under the intermittent load model was 2.8°C lower after 1500 h.
Optimization for Multi-BHEs
The Optimization Model
Zeng et al. [6] developed a quasi three-dimensional model for BHEs based on the heat capacity of the materials inside the borehole, and the short-circuiting between legs, for a single U-tube borehole, the dimensionless energy equilibrium equation is expressed as Equation (10) with the dimensionless parameters listed in Table 2 . ( 10) with dimensionless boundary conditions: Θ 1 p0q " 1; Θ 1 p1q " Θ 2 p1q. The Laplace transform inverse transform were applied to Equation (10) to derive the dimensionless circulating fluid temperature along the borehole as shown in Equation (11):
Dimensionless Parameters Dimensionless Parameters
Several authors [31, 47, 48] have presented optimizations by minimizing the existing maximal ground temperature differences. But the heat transfer inside the borehole and thermal short-circuiting between the downward leg of the pipe and the upward leg of the pipe [51] is neglected in these methods. The optimization model combining heat transfer inside the borehole and outside the borehole would produce a more accurate estimation of the magnitude of the thermal anomalies. In this section, the optimization was proposed based on a procedure given by de Paly et al.
[52] Beck M et al. [47] for cooling only cases. The efficiency of the heat pump of a geothermal installation is mainly influenced by the fluid temperature coming from the BHE field T fo . For a given energy demand, maximum efficiency is achieved if the maximum outlet temperature is kept to the minimum. In this paper, we chose the T fo as optimization targets. Therefore in the cooling case, it is reasonable to keep max (T fo ) as low as possible to keep the maximum outlet temperature caused by the heat injection through the BHEs as small as possible and to mitigate extreme temperature anomalies, and by this, ultimately improve heat pump performance.
With the aid of the multi-BHEs model presented in Equation (5) and the quasi 3D model of the circulating fluid into BHEs given in Equation (11), an optimization function is formulated as:
T fo i,j is the outlet temperature on the position (i ,j) at time step t with the inlet temperature T fi i,j . The T fo i,j could be calculated by combining the MFLS multi-BHEs model and quasi 3D model. Considering the entire time period t, we get for the outlet temperature minimization:
arg minpmaxp∆T f o i,j pt, T f i i,j@pi, j, tq P S
In order to minimize the temperature changes within each of the single time steps l, a secondary optimization criterion is needed, which considers the maximum temperature change at each time step l:
Both optimization criteria can be combined using a weighted sum
where w is a weighting factor which should be set to a large value to ensure the priority of the primary objective over the secondary objectives. w was set to 85 in this study.
Application of Optimization-Arrangement Optimization
Free space in an urban area is diminishing day by day and limited space is available for drilling boreholes. Therefore, optimization of a BHEs arrangement is an important research topic that, by considering the groundwater flow, should ensure the maximum heat transfer capacity from soil. The main purpose of the arrangement optimization is maximum utilization of the heat transfer capacity of the multi-BHEs in a certain area for drilling. The average temperature of the multi-BHEs field could be calculated as:
The arrangement optimization was done in a square of 16ˆ16 m 2 in Figure 3 . The number of the boreholes n, the horizontal spacing x c = x j+1 -x j , and longitudinal spacing y c = y j+1 -y j between boreholes were taken as the control objectives. Considering the far field condition, the square area for finite element numerical simulation was set as 25ˆ25 m 2 . The borehole depth is 60 m, and the soil and grout thermal parameters are shown in Table 1 . The inlet temperature is set as 32°C. The load (heat transfer rate per unit length) for each borehole q j was assumed be equal. The optimization procedure were used to find the optimized arrangement for multi-BHEs. The optimized arrangement and a non-optimized arrangement for multi-BHEs are shown in Figure 8 . Figure 8(b) . Through the arrangement optimization, the number of boreholes increases from 16 to 18. The utilization ratio of the allowable area could be improved by 12.5%. Figure 9 showed the temperature distribution of the optimized 18 multi-BHEs and non-optimized 16 multi-BHEs with the groundwater velocity (Pe = 1.26) u = 2 × 10 -7 m/s after 90 days of running.
In Figure 9 , it showed that the optimized soil average temperature was about 1.0 ℃ lower than that of the non-optimized fields. This indicates that the optimized multi-BHEs have a larger heat transfer performance. Moreover, the temperature of point C (8, 0) was only 1.75 ℃ higher than the temperature of point A (0, 0) in the optimized BHEs fields, as shown in Figure 9(a) . On the other hand, the difference between temperature rises at points C and A was 2.6 ℃ in the non-optimized BHEs fields, shown in Figure 9(b) . Therefore, the arrangement optimization could mitigate temperature anomalies in the downstream BHEs fields and could make full use of the soil heat transfer performance. The number of optimized multi-BHEs in Figure 8a is 18 with a horizontal spacing x c = 5.3 m and longitudinal spacing y c = 2.65 m. The non-optimized arrangement is a 4ˆ4 square lattice arrangement shown in Figure 8b . Through the arrangement optimization, the number of boreholes increases from 16 to 18. The utilization ratio of the allowable area could be improved by 12.5%. Figure 9 showed the temperature distribution of the optimized 18 multi-BHEs and non-optimized 16 multi-BHEs with the groundwater velocity (Pe = 1.26) u = 2ˆ10 -7 m/s after 90 days of running. Figure 8(b) . Through the arrangement optimization, the number of boreholes increases from 16 to 18. The utilization ratio of the allowable area could be improved by 12.5%. Figure 9 showed the temperature distribution of the optimized 18 multi-BHEs and non-optimized 16 multi-BHEs with the groundwater velocity (Pe = 1.26) u = 2 × 10 -7 m/s after 90 days of running.
In Figure 9 , it showed that the optimized soil average temperature was about 1.0 ℃ lower than that of the non-optimized fields. This indicates that the optimized multi-BHEs have a larger heat transfer performance. Moreover, the temperature of point C (8, 0) was only 1.75 ℃ higher than the temperature of point A (0, 0) in the optimized BHEs fields, as shown in Figure 9 (a). On the other hand, the difference between temperature rises at points C and A was 2.6 ℃ in the non-optimized BHEs fields, shown in Figure 9(b) . Therefore, the arrangement optimization could mitigate temperature anomalies in the downstream BHEs fields and could make full use of the soil heat transfer performance. In Figure 9 , it showed that the optimized soil average temperature was about 1.0°C lower than that of the non-optimized fields. This indicates that the optimized multi-BHEs have a larger heat transfer performance. Moreover, the temperature of point C (8, 0) was only 1.75°C higher than the temperature of point A (0, 0) in the optimized BHEs fields, as shown in Figure 9a . On the other hand, the difference between temperature rises at points C and A was 2.6°C in the non-optimized BHEs fields, shown in Figure 9b . Therefore, the arrangement optimization could mitigate temperature anomalies in the downstream BHEs fields and could make full use of the soil heat transfer performance.
Application of Optimization-Load Optimization
Generally, the load for every borehole is equal, and multiple BHEs are operated in parallel, with equal flow velocity of the circulating carrier fluid. Considering the groundwater flow, the equal load assignment would lead to temperature anomalies in the downstream BHEs field. The heat transfer efficiency of the downstream BHEs field would become lower with time for the temperature anomalies, but the upstream BHEs could not exert their heat exchange capacities. Through the optimal load assignment for each borehole, the ground temperature in a BHE field was, to some extent, automatically balanced, and substantial local temperature anomalies were thus mitigated by smaller heat extraction from cold regions.
For given geometric arrangements of BHEs, the load assigned to each BHE was taken as the control objective.
The rate of temperature imbalance for multi-BHEs (η) in Equation (17) was introduced as a secondary optimization function. It was used to discuss the local temperature anomalies of the multi-BHEs.
η "
∆T max px, yq´∆T min px, yq T ground (17) where T max (x,y) and T min (x,y) are maximum temperature rise and minimum temperature rise in the multi-BHEs fields, respectively. The 16 BHEs, initially arranged in a square lattice, as shown in Figure 3 , were optimized through the optimal load assignment. Soil thermal parameters were used, as listed in Table 1 . The distance between the BHEs was 4 m (x c = y c = 4 m). The given heat rejection load was given as 640 kW, with the runtime of 90 days. The non-optimal load pattern with equal load for each borehole means that the heat transfer rate of every BHEs was 40 W/m. The borehole temperature and the outlet temperature of optimized load and non-optimal practice were compared, as shown in Figure 10 . The temperature distribution fields of the load optimized and non-optimized pattern are shown in Figure 11 .
In Figure 10 , after 90 days of running the non-optimized equal load assigned pattern, the borehole wall temperatures of first row boreholes (1#, 5#, 9#, 13#) were all below 24.3°C. However, the temperatures of the last row boreholes (4#, 8#, 12#, 16#) were all lager than 26.1°C. This resulted in 1°C outlet temperature difference between the first row of BHEs and the last row of BHEs. Upon extrapolation, the difference would be 2.8°C when the runtime was 365 days. The borehole wall temperature of borehole 8# and borehole 12# would be 31.8°C, which means there was almost no temperature difference between fluid inside the borehole and the borehole wall. For the optimized load pattern, the borehole wall temperature and outlet temperature of different boreholes were consistent. The borehole wall temperature of the downstream boreholes declined and the borehole wall temperatures of the upstream boreholes increased. The average outlet temperature of the load-optimized multi-BHEs was 27.70°C, which was 0.8°C lower than that of the non-optimized load pattern. 
Conclusions
The groundwater flow caused the thermal anomalies downstream. Considering the cooling case only, the soil temperature in the downstream is greatly larger than that of the upstream. This would lead to larger ground temperature differences in the multi-BHEs field and the ground field could not exert its overall heat exchanger efficiency. Based on the moving finite line source model, a heat transfer model was proposed for the soil of multi-BHEs fields by applying a superposition principle. The calculation results from a MFLS model and a FLS model were compared with the measured outlet temperatures from a field test for a borehole field. Based on the proposed MFLS multi-BHEs model, a 4 × 4 boreholes field was analyzed to examine how the groundwater flow affects the temperature field of multi-BHEs. 
The groundwater flow caused the thermal anomalies downstream. Considering the cooling case only, the soil temperature in the downstream is greatly larger than that of the upstream. This would lead to larger ground temperature differences in the multi-BHEs field and the ground field could not exert its overall heat exchanger efficiency. Based on the moving finite line source model, a heat transfer model was proposed for the soil of multi-BHEs fields by applying a superposition principle. The calculation results from a MFLS model and a FLS model were compared with the measured outlet temperatures from a field test for a borehole field. Based on the proposed MFLS multi-BHEs model, a 4 × 4 boreholes field was analyzed to examine how the groundwater flow affects the temperature field of multi-BHEs. In Figure 11 , based on Equation (16), the average soil temperature of the load-optimized and non-optimal were 18.62°C and 20.15°C, respectively. The optimized load model resulted in an average soil temperature decrease of 7.6%. The maximum temperature rise of the optimized and non-optimized temperature fields was 2.61°C and 3.62°C, respectively. The minimum temperature rise of the optimized and non-optimized temperature fields was 0.35°C and 0.04°C, respectively. Combined with Equation (17) , the temperature unbalance rate η of the optimized and non-optimized temperature fields was 12.98% and 20.56%, respectively. Temperature unbalance rate η is reduced by 36.9% through the load optimization. This indicates that the local heat accumulation in BHEs fields can be reduced owing to the load optimization, thus ensuring improved long-term performance of the multi-BHEs.
The groundwater flow caused the thermal anomalies downstream. Considering the cooling case only, the soil temperature in the downstream is greatly larger than that of the upstream. This would lead to larger ground temperature differences in the multi-BHEs field and the ground field could not exert its overall heat exchanger efficiency. Based on the moving finite line source model, a heat transfer model was proposed for the soil of multi-BHEs fields by applying a superposition principle. The calculation results from a MFLS model and a FLS model were compared with the measured outlet temperatures from a field test for a borehole field. Based on the proposed MFLS multi-BHEs model, a 4ˆ4 boreholes field was analyzed to examine how the groundwater flow affects the temperature field of multi-BHEs.
1.
The long-term performance of multi-BHEs fields under an annual dynamic load pattern was studied using the finite and the moving finite line source models. In the FLS model of a BHEs field, the rise in temperature increased from the far-field towards the center of the boreholes. In the MFLS model, the groundwater flow caused the heat to spread farther, and the heat accumulated in the downstream along the groundwater flow. For a field of 4ˆ4 boreholes, the temperature rise of a downstream point was 13.8°C after 5 years running, which was 6°C higher than the temperature rise of the central point. It implies that the design of the distance between the boreholes and the optimization of the BHEs field must carefully consider the effects of groundwater.
2.
Three dynamic diurnal load models, including constant load, dynamic intermittent load, and day-high night-low load models, were considered to evaluate the temperature rise in the 4ˆ4 BHEs field. Compared to the constant load model, the temperature rise of downstream point C under the intermittent load model was 2.8°C lower after 15:00 h of running. When designing the multi-BHEs, the diurnal load models of different buildings should be carefully considered; this is because the different dynamic diurnal load models would lead to different characteristics of thermal anomalies.
3.
Combining with the MFLS multi-BHEs model with the quasi 3D model of the circulating fluid, an optimization model was established for multi-BHEs to minimize the average outlet circulating fluid temperature and to mitigate the temperature anomalies. The optimization model considering the fluid temperature variation and thermal short-circuiting between the downward leg of the pipe and the upward leg of the pipe inside the borehole would produce a more accurate estimation of the magnitude of the thermal anomalies.
The optimization for arrangement and the optimization for load were performed based on the proposed optimization model. The results showed that the optimization for arrangement could mitigate temperature anomalies in the downstream BHEs fields; the optimized average temperature of soil of the multi-BHEs fields was approximately 1.0°C lower than of the non-optimized fields. In this paper, through the optimal load assignment for each borehole, the average outlet temperature of the optimized multi-BHEs was 0.8°C lower than that of the non-optimized BHEs. The rate of temperature unbalance was reduced by 36.9% by using the load optimization.
